ReaderTT.config = {"pagecount":60,"title":"","author":"","subject":"","keywords":"","creator":"Acrobat PDFMaker 6.0 für Word","producer":"Acrobat Distiller 6.0.1 (Windows)","creationdate":"D:20070817155525+02'00'","moddate":"D:20070817161410+02'00'","trapped":"","fileName":"document.pdf","bounds":[[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286]],"bookmarks":[{"title":"Dokumentation \"ASIMON2D\" Deutsche Version","page":1,"zoom":"FitH 1294","children":[{"title":"Gewährleistung, Haftung und Support","page":4,"zoom":"XYZ 0 1177 null"},{"title":"Einstellungen in der Konfiguration des Sicherheitsmonitors","page":5,"zoom":"XYZ 0 1159 null","children":[{"title":"Datenauswahl","page":5,"zoom":"XYZ 0 1116 null"},{"title":"Bausteinindex-Zuordnung","page":5,"zoom":"XYZ 0 962 null"}]},{"title":"Beschreibung des Funktionsbausteins FB102 \"ASIMON2D\"","page":6,"zoom":"XYZ 0 1159 null","children":[{"title":"Bausteinparameter","page":7,"zoom":"XYZ 0 1177 null","children":[{"title":"Ein-/Ausgangsparameter (IN-OUT)","page":19,"zoom":"XYZ 0 1177 null","children":[{"title":"Channel_1_tripped    [Bool]","page":19,"zoom":"XYZ 0 1057 null"},{"title":"Channel_2_tripped    [Bool]","page":19,"zoom":"XYZ 0 939 null"},{"title":"diagnosis_done    [Bool]","page":19,"zoom":"XYZ 0 823 null"},{"title":"diagnosis_error    [Bool]","page":19,"zoom":"XYZ 0 705 null"}]},{"title":"KOP-FUP-Parameter","page":19,"zoom":"XYZ 0 582 null","children":[{"title":"ENO    [Bool]","page":19,"zoom":"XYZ 0 540 null"}]},{"title":"Eingangsparameter","page":7,"zoom":"XYZ 0 1118 null","children":[{"title":"ASIMON_in_0    [Pointer]","page":7,"zoom":"XYZ 0 719 null"},{"title":"ASIMON_out_0    [Pointer]","page":8,"zoom":"XYZ 0 847 null"},{"title":"ASIMON_out_0_PQ_area    [Pointer]","page":9,"zoom":"XYZ 0 1177 null"},{"title":"enable_write_out_PQ_area    [Bool]","page":10,"zoom":"XYZ 0 507 null"},{"title":"DataSelect_All_Devices    [Bool]","page":11,"zoom":"XYZ 0 1017 null"},{"title":"ASi_master_type_Link20E    [Bool]","page":12,"zoom":"XYZ 0 1087 null"},{"title":"ASi_Slave_Fault    [Bool]","page":12,"zoom":"XYZ 0 603 null"},{"title":"ASi_Power_Fault    [Bool]","page":12,"zoom":"XYZ 0 563 null"},{"title":"Profibus_Fault    [Bool]","page":12,"zoom":"XYZ 0 522 null"},{"title":"reset    [Bool]","page":12,"zoom":"XYZ 0 481 null"},{"title":"enable_copy_diagnosis    [Bool]","page":13,"zoom":"XYZ 0 556 null"},{"title":"indirect_copy_diagnosis    [Bool]","page":13,"zoom":"XYZ 0 514 null"},{"title":"memory_copy_diagnosis    [ANY]","page":13,"zoom":"XYZ 0 473 null"},{"title":"ASIMON_diag_stop_address    [Pointer]","page":14,"zoom":"XYZ 0 825 null"},{"title":"ASIMON_diag_stop_active    [Bool]","page":14,"zoom":"XYZ 0 783 null"},{"title":"ASIMON_diag_stop_invert    [Bool]","page":14,"zoom":"XYZ 0 742 null"},{"title":"freeze_ASIMON_automat    [Bool]","page":14,"zoom":"XYZ 0 701 null"},{"title":"freeze_ASIMON_manual    [Bool]","page":14,"zoom":"XYZ 0 660 null"},{"title":"unfreeze_if_chann_1_off    [Bool]","page":14,"zoom":"XYZ 0 618 null"},{"title":"unfreeze_if_chann_2_off    [Bool]","page":14,"zoom":"XYZ 0 577 null"},{"title":"unfreeze_if_device_wait    [Bool]","page":14,"zoom":"XYZ 0 536 null"}]},{"title":"Ausgangsparameter","page":16,"zoom":"XYZ 0 407 null","children":[{"title":"retval    [Int]","page":16,"zoom":"XYZ 0 270 null"},{"title":"diag_done_puls_general    [Bool]","page":17,"zoom":"XYZ 0 449 null"},{"title":"diag_done_puls_tripped_1    [Bool]","page":17,"zoom":"XYZ 0 348 null"},{"title":"diag_done_puls_tripped_2    [Bool]","page":17,"zoom":"XYZ 0 213 null"},{"title":"Channel_1_off    [Bool]","page":18,"zoom":"XYZ 0 1177 null"},{"title":"Channel_2_off    [Bool]","page":18,"zoom":"XYZ 0 1043 null"},{"title":"Config_Mode    [Bool]","page":18,"zoom":"XYZ 0 909 null"},{"title":"Startup_Phase    [Bool]","page":18,"zoom":"XYZ 0 791 null"},{"title":"Com_Error    [Bool]","page":18,"zoom":"XYZ 0 692 null"},{"title":"ASIMON_diag_stop_Tracing","page":18,"zoom":"XYZ 0 609 null"},{"title":"copy_error    [Bool]","page":18,"zoom":"XYZ 0 528 null"},{"title":"copy_retval    [Int]","page":18,"zoom":"XYZ 0 429 null"}]}]},{"title":"Struktur der Diagnosedaten  \"ASIMON2_UDT\"","page":20,"zoom":"XYZ 0 1168 null","children":[{"title":"status_function_block","page":21,"zoom":"XYZ 0 866 null","children":[{"title":"DataSelect_All_Devices","page":21,"zoom":"XYZ 0 788 null"},{"title":"data_doublecheck","page":21,"zoom":"XYZ 0 730 null"},{"title":"data_ready_tripped_ch_1","page":21,"zoom":"XYZ 0 655 null"},{"title":"data_ready_tripped_ch_2","page":21,"zoom":"XYZ 0 579 null"},{"title":"diagnosis_done","page":21,"zoom":"XYZ 0 504 null"},{"title":"diagnosis_error","page":21,"zoom":"XYZ 0 444 null"},{"title":"Channel_1_off","page":21,"zoom":"XYZ 0 386 null"},{"title":"Channel_2_off","page":21,"zoom":"XYZ 0 330 null"}]},{"title":"status_monitor","page":22,"zoom":"XYZ 0 1168 null"},{"title":"status_channel [1]status_channel [2]","page":22,"zoom":"XYZ 0 624 null"},{"title":"quantity [1]  /  quantity [2]","page":23,"zoom":"XYZ 0 1177 null"},{"title":"device [m].channel_info","page":23,"zoom":"XYZ 0 1092 null"},{"title":"device [m].status","page":23,"zoom":"XYZ 0 803 null"}]},{"title":"Laufzeit des Diagnose-Funktionsbausteins","page":24,"zoom":"XYZ 0 1168 null","children":[{"title":"Laufzeit bei Datenauswahl = nach Freigabekreisen sortiert","page":24,"zoom":"XYZ 0 996 null"},{"title":"Laufzeit bei Datenauswahl = alle Devices","page":24,"zoom":"XYZ 0 655 null"},{"title":"Laufzeit bei Abschaltung","page":24,"zoom":"XYZ 0 333 null"}]}]},{"title":"Allgemeines zum Beispielprogramm","page":26,"zoom":"XYZ 0 1159 null","children":[{"title":"Station \"FB102\"","page":26,"zoom":"XYZ 0 957 null"},{"title":"Station \"DP-AS-i Link20E\"","page":27,"zoom":"XYZ 0 1168 null"},{"title":"Station \"AS-i CP343-2\"","page":28,"zoom":"XYZ 0 1168 null"}]},{"title":"Übersicht über die Programmstruktur der Stationen\"DP-AS-i L","page":29,"zoom":"XYZ 0 1159 null","children":[{"title":"Startbaustein OB100","page":29,"zoom":"XYZ 0 1092 null"},{"title":"Alarmbausteine OB82 (für Modulfehler) und OB86 (für Profibu","page":29,"zoom":"XYZ 0 933 null"},{"title":"Fehlerbausteine OB85 (Fehler beim Aktualisieren des Prozessa","page":29,"zoom":"XYZ 0 797 null"},{"title":"Zyklisches Programm OB1","page":29,"zoom":"XYZ 0 696 null"}]},{"title":"Anpassen des Beispielprogramms an ein reales Projekt:","page":30,"zoom":"XYZ 0 1159 null","children":[{"title":"Im OB82:","page":30,"zoom":"XYZ 0 1116 null"},{"title":"Im OB86 (nur in Station \"DP-AS-i Link20E\"):","page":30,"zoom":"XYZ 0 1038 null"},{"title":"Im OB1","page":30,"zoom":"XYZ 0 942 null"},{"title":"Im FC121 (bzw. FC122 usw., nur in Station \"AS-i CP343-2\")","page":30,"zoom":"XYZ 0 883 null"},{"title":"Im FC127  (Anlauf-Programm)","page":30,"zoom":"XYZ 0 646 null"},{"title":"Im FB117","page":30,"zoom":"XYZ 0 530 null"}]}]},{"title":"Documentation \"ASIMON2D\" English Version","page":-1,"zoom":"","children":[{"title":"Warranty, Liability and Support","page":34,"zoom":"XYZ 0 1177 null"},{"title":"Settings in the configuration of the safety monitor","page":35,"zoom":"XYZ 0 1159 null","children":[{"title":"Data selection","page":35,"zoom":"XYZ 0 1116 null"},{"title":"Device index assignment","page":35,"zoom":"XYZ 0 944 null"}]},{"title":"Description of the Function Block FB102 \"ASIMON2D\"","page":36,"zoom":"XYZ 0 1159 null","children":[{"title":"Function Block Parameters","page":37,"zoom":"XYZ 0 1177 null","children":[{"title":"Output Parameters","page":46,"zoom":"XYZ 0 424 null","children":[{"title":"retval    [Int]","page":46,"zoom":"XYZ 0 287 null"},{"title":"diag_done_puls_general    [Bool]","page":47,"zoom":"XYZ 0 487 null"},{"title":"diag_done_puls_tripped_1    [Bool]","page":47,"zoom":"XYZ 0 389 null"},{"title":"diag_done_puls_tripped_2    [Bool]","page":47,"zoom":"XYZ 0 270 null"},{"title":"Channel_1_off    [Bool]","page":48,"zoom":"XYZ 0 1177 null"},{"title":"Channel_2_off    [Bool]","page":48,"zoom":"XYZ 0 1043 null"},{"title":"Config_Mode    [Bool]","page":48,"zoom":"XYZ 0 909 null"},{"title":"Startup_Phase    [Bool]","page":48,"zoom":"XYZ 0 791 null"},{"title":"Com_Error    [Bool]","page":48,"zoom":"XYZ 0 692 null"},{"title":"ASIMON_diag_stop_Tracing","page":48,"zoom":"XYZ 0 627 null"},{"title":"copy_error    [Bool]","page":48,"zoom":"XYZ 0 545 null"},{"title":"copy_retval    [Int]","page":48,"zoom":"XYZ 0 446 null"}]},{"title":"Input/Output Parameters (IN-OUT)","page":49,"zoom":"XYZ 0 1177 null","children":[{"title":"Channel_1_tripped    [Bool]","page":49,"zoom":"XYZ 0 1057 null"},{"title":"Channel_2_tripped    [Bool]","page":49,"zoom":"XYZ 0 939 null"},{"title":"diagnosis_done    [Bool]","page":49,"zoom":"XYZ 0 823 null"},{"title":"diagnosis_error    [Bool]","page":49,"zoom":"XYZ 0 705 null"}]},{"title":"LAD / FBD Parameters","page":49,"zoom":"XYZ 0 582 null","children":[{"title":"ENO    [Bool]","page":49,"zoom":"XYZ 0 540 null"}]},{"title":"Input Parameters","page":37,"zoom":"XYZ 0 1118 null","children":[{"title":"ASIMON_in_0    [Pointer]","page":37,"zoom":"XYZ 0 737 null"},{"title":"ASIMON_out_0    [Pointer]","page":38,"zoom":"XYZ 0 829 null"},{"title":"ASIMON_out_0_PQ_area    [Pointer]","page":39,"zoom":"XYZ 0 1177 null"},{"title":"enable_write_out_PQ_area    [Bool]","page":40,"zoom":"XYZ 0 542 null"},{"title":"DataSelect_All_Devices    [Bool]","page":41,"zoom":"XYZ 0 1040 null"},{"title":"ASi_master_type_Link20E    [Bool]","page":42,"zoom":"XYZ 0 1177 null"},{"title":"ASi_Slave_Fault    [Bool]","page":42,"zoom":"XYZ 0 728 null"},{"title":"ASi_Power_Fault    [Bool]","page":42,"zoom":"XYZ 0 687 null"},{"title":"Profibus_Fault    [Bool]","page":42,"zoom":"XYZ 0 646 null"},{"title":"reset    [Bool]","page":42,"zoom":"XYZ 0 605 null"},{"title":"enable_copy_diagnosis    [Bool]","page":43,"zoom":"XYZ 0 609 null"},{"title":"indirect_copy_diagnosis    [Bool]","page":43,"zoom":"XYZ 0 568 null"},{"title":"memory_copy_diagnosis    [ANY]","page":43,"zoom":"XYZ 0 527 null"},{"title":"ASIMON_diag_stop_address    [Pointer]","page":44,"zoom":"XYZ 0 825 null"},{"title":"ASIMON_diag_stop_active    [Bool]","page":44,"zoom":"XYZ 0 783 null"},{"title":"ASIMON_diag_stop_invert    [Bool]","page":44,"zoom":"XYZ 0 742 null"},{"title":"freeze_ASIMON_automat    [Bool]","page":44,"zoom":"XYZ 0 701 null"},{"title":"freeze_ASIMON_manual    [Bool]","page":44,"zoom":"XYZ 0 660 null"},{"title":"unfreeze_if_chann_1_off    [Bool]","page":44,"zoom":"XYZ 0 618 null"},{"title":"unfreeze_if_chann_2_off    [Bool]","page":44,"zoom":"XYZ 0 577 null"},{"title":"unfreeze_if_device_wait    [Bool]","page":44,"zoom":"XYZ 0 536 null"}]}]},{"title":"Structure of the \"ASIMON2_UDT\" Diagnosis Data","page":50,"zoom":"XYZ 0 1168 null","children":[{"title":"status_function_block","page":51,"zoom":"XYZ 0 866 null","children":[{"title":"DataSelect_All_Devices","page":51,"zoom":"XYZ 0 788 null"},{"title":"data_doublecheck","page":51,"zoom":"XYZ 0 730 null"},{"title":"data_ready_tripped_ch_1","page":51,"zoom":"XYZ 0 672 null"},{"title":"data_ready_tripped_ch_2","page":51,"zoom":"XYZ 0 595 null"},{"title":"diagnosis_done","page":51,"zoom":"XYZ 0 520 null"},{"title":"diagnosis_error","page":51,"zoom":"XYZ 0 462 null"},{"title":"Channel_1_off","page":51,"zoom":"XYZ 0 404 null"},{"title":"Channel_2_off","page":51,"zoom":"XYZ 0 346 null"}]},{"title":"status_monitor","page":52,"zoom":"XYZ 0 1168 null"},{"title":"status_channel [1]status_channel [2]","page":52,"zoom":"XYZ 0 624 null"},{"title":"quantity [1]  /  quantity [2]","page":53,"zoom":"XYZ 0 1177 null"},{"title":"device [m].channel_info","page":53,"zoom":"XYZ 0 1092 null"},{"title":"device [m].status","page":53,"zoom":"XYZ 0 820 null"}]},{"title":"Runtime of the Diagnosis Function Block","page":54,"zoom":"XYZ 0 1168 null","children":[{"title":"Runtime with Data Selection = Sorted by OSSD","page":54,"zoom":"XYZ 0 996 null"},{"title":"Runtime with Data Selection = All Devices","page":54,"zoom":"XYZ 0 673 null"},{"title":"Runtime with Switch-Off","page":54,"zoom":"XYZ 0 349 null"}]}]},{"title":"General Information on the Example Program","page":56,"zoom":"XYZ 0 1159 null","children":[{"title":"\"FB102\" Station","page":56,"zoom":"XYZ 0 976 null"},{"title":"\"DP-AS-i Link20E\" Station","page":57,"zoom":"XYZ 0 1168 null"},{"title":"\"AS-i CP343-2\" Station","page":58,"zoom":"XYZ 0 1168 null"}]},{"title":"Overview of the Program Structure of the\"DP-AS-i Link20E\" a","page":59,"zoom":"XYZ 0 1159 null","children":[{"title":"Startup OB100","page":59,"zoom":"XYZ 0 1092 null"},{"title":"Alarm OB82 (for Module Errors) and OB86 (for Profibus Error","page":59,"zoom":"XYZ 0 933 null"},{"title":"Error OB85 (Process Image Update Error) and OB122 (Peripher","page":59,"zoom":"XYZ 0 797 null"},{"title":"Cyclic Program OB1","page":59,"zoom":"XYZ 0 696 null"}]},{"title":"Adaptation of the Example Program to a Real Project:","page":60,"zoom":"XYZ 0 1159 null","children":[{"title":"In the OB82:","page":60,"zoom":"XYZ 0 1116 null"},{"title":"In the OB86 (only in \"DP-AS-i Link20E\" station):","page":60,"zoom":"XYZ 0 1038 null"},{"title":"In the OB1","page":60,"zoom":"XYZ 0 942 null"},{"title":"In the FC121 (or FC122, etc., only in \"AS-i CP343-2\" station","page":60,"zoom":"XYZ 0 883 null"},{"title":"In the FC127  (Start-Up Program)","page":60,"zoom":"XYZ 0 646 null"},{"title":"In the FB117","page":60,"zoom":"XYZ 0 530 null"}]}]}],"thumbnailType":"jpg","pageType":"html","pageLabels":[]};
